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Water Storage Reservoirs



Rochester Hills Water System



Daily Demand

July 13 2007 
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Historic Water Usage

Year Ave Day MGD Max Day MGD Peak Hour 

Coincidental*

Peak Hour Non-

Coincidental*

2003 8.25 20.65 24.40 37.82

2004 8.86 17.82 26.25 33.29

2005 8.86 19.19 26.00 36.87

2006 9.35 22.19 40.20 40.20

2007 9.10 22.37 44.99 44.99

2008 9.08 16.71 30.27 30.92

2009 8.12 17.14 24.14 26.58

Average 8.80 19.44 30.89 35.81

Current Rates are on:

Contracted Max Day Value = 25.81 MGD

Contracted Peak Hour Value = 51.91 MGD



Peak Flow Reduction



Rochester Hills Water System

Reservoir Location



Proposed Reservoir Locations

Site 1 ïNowicki Park, East side of Adams

South of Tienken

Site 2 - East side of John R. between Avon and 

Bloomer



Conceptual Adams Rd Site Plan



Conceptual John R. Site Plan



Prefabricated Reservoirs, 
Domed Roof


